
Wiring diagram for Emag Hold Open units – Concealed and Surface Mounted.

Got a Question?
Call us on: 01902 893725

or visit: www.synergyhardware.co.uk

Synergy PSU24 or PSU48 Transformer
Input 240v AC 50Hz

Output 24v DC ± 15%
PSU24 Output 2A
PSU48 Output 4A

240v AC 50Hz

NC Switch operated by
Relay from Fire Alarm System

Synergy S1000/S1036/S3401/S3501 EHO Unit or
DRM24 Wall Magnet wired in parallel

– non-polarity sensitive
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